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REQUESTED BY: DIRECTOR-WCENVIRO

ATTN: WILLIAM GILDAY
DIRECTOR'S OFFICE

DIVISION OF ENVIRONMENTAL HEALTH SCIENCES

WADSWORTH CENTER
PO BOX 509

EMPIRE STATE PLAZA
ALBANY NY 12201-0509

Submitter's Reference Number: BH EP

Wadsworth Center - Environmental Labs

County: ORANGE

Citg (or) Town: NEW WINDSOR

Submitted by: DAMIEN CETNAR
Collected by: DAMIEN CETNAR

Grab/Collection Date: 09/27/201841:
Date received: 09/28/2018 15:00

OUTBREAK #: NBPFOS

Location/Project/Facility N1% NY3503580 NEW g’NDSOR CONSOLIDATED WD - NEW WINDSOR (T)

Sampling Location Details:
Chlorinated: Yes

Biggs Laborato
gsELAP ID: 1 0763

Laboratory of Organic Analytical Chemistry
Lab Director: Dr. David Spink
Contact: Nicole Cairns 518-473-0323

Sample Id: EHS1800042841-01
Received Temperature (°C):
Lab Tracking Id: BH EP

5.2

Sample Type: Finished Water

Perfluoroalkyl Substances (PFASs) in Drinking Water by Ultra Perfonnance Liquid Chromatography (UPLC) Tandem

Mass Spectrometry (MS/MS): ISO 25101

Start Date: 10/1/2018 Analysis Date: 10/1/2018

Perfluorobutanoic acid (PFBA):
Perfluoropentanoic acid (PFPeA):
Perfluorohexanoic acid (PFHxA):
Perfluoroheptanoic acid (PFHpA):
Perfluorooctanoic acid (PFOA):
Perfluorononanoic acid (PFNA):
Perfluorodecanonic acid (PFDA):
Perfluoroundecanoic acid (PFUnA):
Perfluorododecanoic acid (PFDoA):
Perfluoropropanesulfonic acid (PFPrS):
Perfluorobutanesulfonic acid (PFBS):
Perfluoropentansulfonic acid (PFPeS):
Perfluorohexanesulfonic acid (PFHxS):

Perfluoroheptanesulfonic acid (PFHpS):

Perfluorooctanesulfonic acid (PFOS):

Perfluorooctanesulfonamide (PFOSA):

<5.00 ng/L
2.48 ng/L

<2.00 ng/L
<2.00 ng/L
<2.00 ng/L
<2.00 ng/L
<2.00 ng/L
<5.00 ng/L
<5.00 ng/L
<1.83 ng/L
<1.77 ng/L
<1.88 ng/L

212 nglL
<1.90 ng/L

Town of New Windsor Attorney’s Office NELAP

<1.91 n{L; Test associated with low internal standard recovery; result NELAP
may be biased.

<5.00 ng/L

NELAP: National Environmental Laboratory Approval Program Accreditation




























